Children’s Corner Center of Learning
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Children’s Corner Center of Learning, 16901 Schoolcraft, Detroit, M1, on August
18th, 2016. The sample results taken in conjunction with this investigation are also
presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Kimberly
Jackson on August 11t, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix

1).
3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, M1 48203



APPENDIX 1 ‘
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
* * 556 South Mansfield, Ypsilanti, M, 48187-5166
(440) 449.2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 3569933
9/9/2016
Customer:  G. S. Group Source: Childrens Corner, DC-01-KC-01-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Delroit
Detrolt, Mi 45203 Source State:M!

Date/Time Recelived:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S, Eastem Time.
Legend:

Any ‘Level Detected" marked with an asterisk (*) indicales that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our fower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

_ Dateffime
_ Analyzed

 Method Standad  Ums LRL  level  DF Datefme

Fedid# Contaminant Le ‘ ; ‘

Inorganic Analytes - Metals

These test resuits may be used for compliance purpose as required.

Analyst  Tesls
JP 200.8

James Abston, Operations Manager

This report cannof be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
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Laboratory ID: 0055 National Testing Laboratories, Ltd
- . 556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355934
91912016
Customer:  G. S. Group Source: Childrens Corner, DC-01-KC-01-F
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

DatelTime Received:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastem Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“NDY This contaminant was not detected at or above our lower reporting Hmit (LRL)
"NA" Not Analyzed
uStandard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF* This column indicates the contaminant difution factor.
Report Notes:
Fedld# Contaminant ~  Method Stendard  Units LRL  Llevl  DF Datefme  Dale  Datefme

_ Detecled ~ Sampled - Prepped Anaryzed

Inorganic Analytes - Metals

1030

These test results may be used for compliance purpose as required.

62016

Analyst Tesls

JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wnitten approval of National Testing Laboratories, Lfd.
Page 1 of 1 3549934 Lead Only Date Printed: 9/9/2016 8:30.26 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
. ¢ 556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359935
9/9/2016
Customer:  G. S. Group Source:  Childrens Corner, DC-01-BBF-02-P
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The results herein conform to TNi and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test resulls are available upon request. All Dates and Times are reporied as U.S. Eastemn Time.
Legend:

Any 'Level Detected’ marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL} or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit {LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the fowest level that the laboratory can detect a contaminant
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~  Method Standerd  Units LRL  Level  DF DateTme  Date  Dateffime

Inorganic Analytes - Metals
gt 0001

These test results may be used for complianice purpose as required.

§Ana!yst Tests
4P 2008

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Tesling Laboratories, Lid.
Page 1 of 1 359935 tead Only Date Printed. 9/9/2016 8:30:26 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
. . 556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359936
9/9/2016
Customer:  G. S. Group Source: Childrens Corner, DC-01-BBF-02-F
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  9/1/2016 11:12
Coliected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report The
uncertainly of the test results are available upon request. All Dates and Times are reporied as U.S. Easlern Time.,
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND™ This contaminant was not detected at or above our lower reporting fimit (LRL)
“NA" Not Analyzed
“Standard"”  This column indicates either the Maximum Contaminant Leve! {MCL) for EPA Pnmary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~ Method Standard  Units LRL  level  DF DatefTme  Datle  DatefTime
- ... Deleded = Sampled _ Prepped  Analyzed

Inorganic Analytes - Metals
o D

These test results may be used for compliance purpose as required.

fAnat‘ysz Tests
P 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the writfen approval of National Tesling Laboratories, Ltd.
Page 1 of 1 359936 Lead Only Date Printed: 9/9/2016 8:30:26 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
: . : 556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
'SAMPLE CODE: 359937
9/9/2016
Customer:  G. S. Group Source: Childrens Corner, DC-01-WF-03-P
Monica Starks )
17800 Woodward Ave #200 Source City: Defroit
Detroit, MI 48203 Source State: M

Date/Time Received:  9/1/2016 11:12
Collected by: M. Etters
The resulls herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the lest results are available upon request. All Dates and Times are reported as U.S. Eastem Time.
Legend:

Any 'Level Detected’ marked with an asterisk {*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

ND* This contaminant was not detecled at or above our lower reporting imit (LRL)
“NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporling Limit, which is the lowest leve! that the laboratory can delect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Standard Units LRL  levl D

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

iAnalyst  Tests
Jp 200.8

James Abston, Operations Manager

This report cannot be reproduced, excep! in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 359937 Lead Only Date Printed: 8/9/2016 8.30:27 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
[ ¢ 556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 359938
81912016
Customer:  G. 8. Group Source: Childrens Corner, DC-01-WF-03-F
Monica Starks )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  9/1/2016 11:12
Collected by: M. Elters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detecled at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DFY This column indicates the contaminant ditution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Unts LRL  level  DF DatefTme _ Dale  Datefme
... - ... 19';39!’53‘317 _ Analyzed

 Deteded = Sampled

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

Analyst Tests
3P 2008

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Lid.
Page 1 of 1 359938 Lead Only Date Printed. 9/9/2016 8.30:27 AM




Nztional Teggmg General Compliance

Laboratﬁrses u Order Number: 2077783
S Order Date: 05/20/2016 3‘:“
Guality Oater vy Sample Number Mt
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
476800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Commenis/Speclal instructions:
Date Sampled :, é f}ﬁgi&

Time Sampled QMQWQW{)W Ploase Use Miitery Time, e.g. 3.00pm = 15,00
Check Time Zone: [FEST [JcsT[JMST[]PST

ant %‘%m@;&_ﬂmwﬁ&mm

primeseemioer | 6901 Sehuolesn
o umber: B~ D2S- 37 1b

. , ' State F :
PWS 1D# (if applicable}: O}A orme

Sample ID or Source: ‘DQ.-OQ_. Ke-0o(- ?
Source Type: [ Spring [7] Well [E/Municipat O Surface
] Cther.

City & Eﬁm:’%’ M;.

af!mﬁamm than Above)

.

Sample Collected By:

Sample Collected By: Hi(‘}kw/) m/g

(Pisase Print)

Form Completed By: M; CJ'\A- ' C’H"Q{s

Additighal Gpmmapts: ] g - ; :
16 4 Aga&,n{ Wi, 14 QM‘”‘Q‘[!H.}} ?w’s

Ve s

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




National Testing
Laborateﬂes, Ltd. ‘

Quawty WWAMJyM

1-800-458-3330 Product:

Sample Pald: No

TSR: EF
Sold Te:

G. 5. Group
Monica Starks

17800 Weodward Ave
Detroit Ml 48203

Date Sampled :mﬁ;fﬂ_lﬁfml L

Time Sampled: Q@. 00 Please Usa Miliary Time, e.g. 3:00pm = 15:00

Check Time Zone: [MEST []CSTIMST[IPST

i (i hoss Cocuesr

Order Number:
Order Date:
Sample Number:

General Compliance

2077783 S
05/20/2016 B |
O A O
Lead Only
Payment Method:
For Laboratory Use ONLY

Lab Ascounting Information:
Payment $:
Check #

G Mumber: ?)\’5" ‘539-" %/]\b

PWS 1D# (if applicable):

Sk

Sample 1D or Source: ‘DC‘.— By~ Ke-o\- F

Lab Comments/Special Instructions:

State Forms:

Source Type: [ Spring [} Well [Q/Mumapai M Surface
[] Other:

City & State: MW ;
{If Difforont than Above)
Sample Collected EWE 5

{Signature)

Sample Collected Byt

(P ease Pnnt) T

MIJMJ (S22

Form Completed By:

Lab Sample Informat
Date Received:_ /|

Time Received:/ ' | ‘b

) g

’ﬁ&éé@k‘&)}m

INCOMPLETE INFORMATION MAY DEL aY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testing
Labmatanes, Ltd \

Quab,ty WWAnalym

1-800-458-3330 Product:

Sample Pald: No

Sold To: TSR: EF
G. 8. Group

Monica Starks

17800 Woodward Ave

Detroit M 48203

Date Sampled : ﬁ g 116

Time Sampled: QMM @ Pieasa Use Milltary Time, &9, 3:00pm = 16:00

Check Time Zone ST ['_] cst(] MST[:} PST
24 %ﬁé&mg m er

R \b;}Q‘ aglyo\?ﬁﬁ
m?ﬁmmm?:m;’?\g - %%“ 37 \ l?

W 4

Sample ID or Source: Dﬁ, @\wgg‘;, sz,—-?

Source Type: [[] Spring [ well Municipal [T} Surface

[ Other:
Wotret M

(i Diﬁemnt than Above)
Sample Collected ﬁw—@

{Please Pnnt)

5*’%;. ¥

BAS D (F applicablel

ity & Btats:

Sampie Collected By:

Eorm Completed By: M! Q ! m&mw

Order Number:
Order Date:
Sample Number:

General Compliance

2077783 q@?\@
05/20/2016

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment §:

Check #:

Lab Comments/Special Instrustions:

State Forms:

Time Recelved: : l y-

Recelved By: (A IpunX

mégmpte raceipt crite chlcked & accaptable.
Deviations from ptable sampls recsipt criteria noted
on PSA form.

B & Sl W2,

INCOMPLETE INFORMATION MAY DELAY ARALYSIS ANDIOR INVALIDATE RESULTS




@ti@ﬁ&l ?egfiﬁg Genera' COmp“ance
Labarat@ries, Ltd. Order Number: 2077783 qq“ab
Order Date:  05/20/2016
Quality Wator Analysis  Sample Number: 00
1-B00-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:
Lab Comments/Speocial instructions:
{xate Sampled mﬁm ngf J}z
Time i‘«fﬁﬁmﬁgﬁﬁi»@g?wlﬂg‘ Plaase Use Miitary Time, ¢ g. 3.00pm = 15.00
Check Time Zone: [SEST [JCST[JMST[JPST
ageiame: Clildims Cpmer

213- 835 -ZNb

/i

Sample 1D or Bource: pﬁ Ot 2BF- OZ“F

Source Type: [] Spiing [ Well @/Mumdpa! [] Surface

[ Other
‘9% oL M; s

(i Dsfféant than Abovs)

WA«@

Sample Collected By
(Signature)

Sample Collected By: M%}WJ %‘,&Vé

{Please Print)

Form Completed By Hla'pul m'érs

e Number

PYWE (D4 i applicable);

City & State

Stats Forms:

Lab Sampls Info :

Date Recelved:_| 49FF 01 201

Time Recelved: ‘ ( : l 2’

Recelved By: W

?amp&e recsipt ori m‘véaked & accaplable.
Davigtions from ptable sample receipt criteria noted
on PSA form.

Tt o Seesle 7, Clual

O oot Snugled

(kﬁﬁgﬁd
Dl

INCOMPLETE INFORMATION MAY DELAY ANALYSIS

ANDIOR IMVALIDATE REBULTS




ational Testing

General Compliance

Order Number: 2077783 (\'g\
Order Date:  05/20/2016 N
Sample Number: VO R
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #:

Date Sampleg :Mfﬁj}mﬁj NL&Z”
Time %amgﬁsaé:ﬁg&: OO

Check Time Zone: [PEST [JCST[JMST[]PST

gy tame: Clildpens  Corney
smermmier N AL Dhooleapy
& unmber: B1B- BRS - 271k

O

Sample 1D or Source: ‘D(’,/ o1- \DF - 05— F
Source Type: [ Spring 0 Well B/Municipal D Surface
7] Cther:

City & State: Q@T{‘m}r P ML

(it Hifferent than Above)

Sample Collected ﬁ};:w: ;t > k“b/

m ignatura)

Sample Collected By: M:&L\« \smvﬁ

{Please Print)

M‘M e s

Ploasa Use Military Tune, e.g. 3:00pm = 1500

PYWS D O applicable)

Form Complated By:

Addmor:g Comriogm&,h

Lab Commonts/Special instructions:

Stato Forma:
Lab Sample info don:
Date Recelved:_} , SEP 017015
Time Recelved:_j]
7Y
Recelved By: 'i
Sampla receipt criterih chicked & accaptatle.

Deviations from acogptable sample receipt criteria noted
on PSA form. g

is o Suple # 5

ML;A 15 A A@FWM

\?:‘Fﬂz Avud,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/IOR INVALIDATE RESULTS




General Compliance

Natioral Testing
Labaratarses Ltd Order Number: 2077783
’ = Order Date: 05/20/2016 qq‘gb
ity Watar Ay Sample Number: s
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled :ﬁmi 1% 16

Time ﬁﬁmi}ifi‘ﬁim@é . 0 Plaase Use Miftary Tome, &.g. 3 00pm = 15:00
Check Time Zone: [(JEST [JCST[JMST[]PST

Clhildvens  Corner

Llipnt Name:

L.ab Comments/Speeial Instructions:

\b9ot mgﬁ’

G %‘éazmhm’:mg 12— B%5- 57210

PWS 1D# (If applicable): DZ (A Stato Forms:
Sample 1D or Source: CD('L/ ot —- \.DF - 65"‘"-:
Lab Sample Info
Source Type: [ Sprng [] Well [g/Munidpal [] Surface Date Received: §EP U] ; 2016
[ Cther:
- Time Recelved; 1! : (Z
City & State: m‘wx I\J R ed By:
(if Diffarent than Above) ece, y:
b /{ Sample recaipt critefla ad & accaptable.
Bample Collectad By [[] Deviations from a 2 sample receipt criteria noted
(Signauma) on PSA form.
Sample Collected By: M;
{Ploase Pnnt)
Form Completed By: W 5

-

-

Additiong] Commpnts: .
&‘Uf::; %M?

WCCMPLETE INFORMATION MAY DELAY AN

ALYSIS AND/OR INVALIDATE RESULTS




